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David Hartle,

ELEC141 Industrial Controls,

3/10/2008,

INTERNALCOILS.RSS

LAD 2 - MAIN_PROG --- Total Rungs in File = 5
Stop Push Button connected to Input address 0/0. Reassigned to Internal Coil address B3/100
STOP PB Input STOP Activation
I:0 B3:6
ll
0 4
1761-Micro
Start Push Button connected to Input address 0/1. Reassigned to Internal Coil address B3/101
Start PB Input Start Activation
I:0 B3:6
il
1 5
1761-Micro
START/STOP RUNG using "seal in coil"
STOP Activation Start Activation Run Activation
B3:6 B3:6 B3:9
4 5 6
Run Seal
B3:9
Il
6
Output 0/1 controlled by Internal Coil B3/150 "run activation"
OUTPUT Controlling
TOP 3 on 3 phase
Run Seal starter
B3:9 0:0
U
6 1
1761-Micro
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